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POLICY:  
 
The Electric Shop performs maintenance and testing of batteries and SEPPS as per 
regulatory compliance and The High Desert Health System Hazardous Material 
Disposal Policy. 
 
PURPOSE: 
 
To ensure consistent and proper operation of SEPSS system. 
PROCEDURE:  
 
The Electric Shop will perform maintenance and testing of SEPPS as per regulatory 
compliance. 
 
QUARTERLY: 
• Check battery liquid level 
• Check terminal tension 
• Check cable condition 
• Tighten all terminal caps 
• Clean terminal connections 
• Log condition of batteries in on-site log book 
• Perform a functional test for 5 minutes or as specified for its class, 
  whichever is less. 
 
ANNUALLY: 
• Perform the above maintenance. 
• Perform a full load test for 60% of the full duration of its class. 
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