
Policy and Procedure 

Medical Gas Alarms - Attachment 1 

 

Location of E-Cylinders 

 

Area Room # Location Quantity Medical Gas 
Adult Primary Care 2F25 Exam Room 2 1 Oxygen 

Adult Primary Care 2F40 Medication Room 2 Oxygen 

ASC 2A35 Operating Room 1  
Anesthesia Machine 

1 Oxygen 

ASC 2A35 Operating Room 1  
Anesthesia Machine 

1 Nitrous Oxide 

ASC 2B25 Operating Room 2  
Anesthesia Machine 

1 Oxygen 

ASC 2B25 Operating Room 2  
Anesthesia Machine 

1 Nitrous Oxide 

ASC 2B31 Operating Room 2  
Anesthesia Machine 

1 Oxygen 

ASC 2B31 Operating Room 2  
Anesthesia Machine 

1 Nitrous Oxide 

ASC 2B34 OR Crash Cart Alcove  
Adult Crash Cart 

1 Oxygen 

ASC 2B34 OR Crash Cart Alcove  
Pediatric Crash Cart 

1 Oxygen 

ASC 2C28 PACU Crash Cart Alcove 
Adult Crash Cart 

1 Oxygen 

ASC 2C28 PACU Crash Cart Alcove 
Pediatric Crash Cart 

1 Oxygen 

ASC 2C23 PACU Crash Cart Alcove 
Portable Cart 

1 Oxygen 

AV Hope 2E16 Medication Room 1 Oxygen 

Electrodiagnostics/ 
Respiratory Therapy 

2A15 Crash Cart Alcove 
Crash Cart 

1 Oxygen 

     

Electrodiagnostics/ 
Respiratory Therapy 

2A10 Respiratory Therapy 
Office/Storeroom 

2 Oxygen 

Oncology 2J22 Crash Cart Alcove 2 Oxygen 

Specialty Clinics 2D11 Clean Utility 2 Oxygen 

Radiology 1A25 CT Room 
Crash Cart 

1 Oxygen 

Pediatrics 1F26 Observation Room 
Crash Cart 

1 Oxygen 

Pediatrics 1F26 Observation Room 2 Oxygen 

Pediatric HUB 1F13 Medication Room 2 Oxygen 

Pediatric Dental 1E24 Clean Utility 4 Oxygen 

Urgent Care 1D21 Clean Utility 2 Oxygen 

Urgent Care 1D31 Crash Cart Alcove 
Crash Cart 

1 Oxygen 

Urgent Care 1D40 Triage Room 1 1 Oxygen 

Urgent Care 1F52 Triage Room 2 1 Oxygen 

Women’s Clinic 2F33 NST Room 1 Oxygen 

 


